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@ ENLARGED SERVICE YARD & TRASH ENCLOSURE
1/4”:1,—0” )
| - o PARTIAL MECHANICAL FLOOR PLAN .
 — ! 1/47=1=0 DATE: APRIL 18, 2005
0 1" 2 4' g8 12
| PLAN NORTH
012 & 8 12 REVISIONS:
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Sheet Notes | — N
1. AS HIGH AS POSSIBLE ABOVE CEILING, TYPICAL. ’ ! |
2. AS HIGH AS POSSIBLE ABOVE FLOOR, TYPICAL. //,\ |
3. RUN PIPING ON WALL. SEE DETAIL 11/M4.3. | / e ~O *
| o |
4. SUPPORT PIPING OFF GROUND. SEE DETAIL 9/M4.3. - e \\\-\ | ,
//’ .
5. RUN PIPING ON ELEVATED PIPE RACK. SEE DETAIL 8/M4.2. e g x \\\ ; CONSTRUCTION
‘ 7 - \ \ |
6. INSTALL AIR COOLED CHILLER. SEE SUPPORT DETAIL 2/M4.1 AND 7 L SET
PIPING DETAIL 5/M4.3. ~ ’ \ ! |
7. INSTALL FORCED DRAFT BOILER. SEE SUPPORT DETAIL 3/M4.1 AND N |
PIPING DETAIL 4/M4.3. » . | )
8. INSTALL HHW PUMP. SEE SUPPORT DETAIL 1/M4.3 AND PIPING
DETAIL 4/M4.3. S |
9. INSTALL CHW PUMP. SEE SUPPORT DETAIL 1/M4.3 AND PIPING | N s N Ay T
DETAIL 5/M4.3. y SHEET TITLE:
10. SEE CONTINUATION ON SHEET M2.1. 7 |
i 1 .
11.  CONNECT OUTSIDE AIR DUCT TO LOUVER. ! S 42x72" (AVE.)
) : | ™. i
12. ACOUSTICALLY LINED DUCT, TYPICAL. DIMENSIONS SHOWN ARE NET — ?\\Q\ {17 i i \\
INSIDE. | === Ns
| | | L — 5 BN N — MECHANICAL
13. INSTALL AIR HANDLING UNIT. SEE DETAIL 10/M4.1. b T Rz ! N N ("
; | S = S 0 | SN ENLARGED PLANS
14. CONNECT CHW PIPING TO COOLING COIL. SEE DETAIL 6/M4.3. v «( [ N ) ! T . ‘_
— \\\ i i
15. CONCRETE HOUSEKEEPING PAD. SEE DETAIL 10/M4.1. | | 5\\ i . >—<5’_0»
TN 1 i
. N> B
16. FLEXIBLE CONNECTOR, TYPICAL. i | e B ~— | -22'-0"x3'~0" LOUVER
. , ‘ 36x42 —/ @ : = i 1 'S @
17. MOTORIZED CONTROL DAMPER, TYPICAL. I ‘ —— In
18. INSTALL EXHAUST FAN. SEE DETALL 6/M4.1. ,, | | (9 J'—s’—s”—:lt ,
. T .
19. INSTALL THERMOSTAT ON WALL. CORRIDOR ; RESTROOMS AHU-1 | MECHANICAL RM
‘ }
20. INSTALL TEMPERATURE CONTROL PANEL ON WALL. . | ®0 |
21. INSTALL DUCT SMOKE DETECTOR. - @ e
22. BRANCH DUCT FITTING, TYPICAL. SEE DETAIL 4/M4.2. | t : . ,
. {
23. REGISTER CONNECTION, TYPICAL. SEE DETAIL 3/M4.2. | ~ | | }
24, INSTALL VARIABLE FREQUENCY DRIVE ON WALL. ‘
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